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| PaRTs / oas nuveer NOMENCLATURE//OESCRIPTION VATERL/REFERENCE | ST | TEM
DUCT SUPPORTS SHALL NOT EXCEED 10° SPAN FOR THE 10" PIPE AND 6' SPAN FOR THE 12" PIPE PER CALC RPP—CALC—60706 o0 >
BETWEEN PLACEMENT LOCATIONS. PLACE DRAN SUPPORTS AS NEEDED NOT TO EXCEED 5° BETWEEN SUPPORTED LOCATIONS. - PIPE SUPPORT ASSEMBLY
SUPPORTS TO BE PLACED AS CLOSE AS POSSIBLE TO ANY FLEXONIC FLEXIBLE CONNECTIONS. SEE H—14—110244
-020 CONDENSATE PIPE HANGER ASSEMBLY 2|2
2. SHIM AND ADJUST DEMISTER SUPPORTS AS NEEDED TO ACHIEVE SLOPE BETWEEN FLEXIBLE CONNECTIONS.
3. DIMENSIONS AND TOLERANCES SHALL BE PER ASME Y14.5M—1994. ALL DIMENSIONS ARE IN INCHES. TOLERANCES ARE AS FOLLOWS: 0% MIST ELWINATOR SUPPORT ASSEMELY 3
DECIMAL: .X=+0.1, .XX=+0.02, .XXX=%0.005
FRAGTIONAL: + 1/8" 4+
ANGULAR: £2 DEGREES
MACHINED RADII: .02 MAXIMUM 5
STRUT CHANNEL COVER AND STRUT CHANNEL END CAP SHALL BE REMOVED AFTER CONCRETE HAS HARDENED TO ALLOW FOR _ - - _
DDRMNAGE_ s Cns ARE NOY Ustr WHEN NSTALLED AR (822-6LV) CHANNEL STRUT, 1 5/8" X 1 5/8 (B-LINE) OR EQUVALENT| 2 | 8
I>CONCRUE SHALL HAVE A MAXIMUM SLUMP OF 4" AND SHALL OBTAIN A MINIMUM COMPRESSIVE STRENGTH OF 3000 PSI AT 28 DAYS. 2 (8260) POST BASE FOR B22 (B—LINE) OR EQUNALENT| 2 | 7
NO VERIFICATION TESTING REQUIRED.
AR AR (B22A-6LV) DOUBLE STRUT, 3 1/4” X 1 5/8" (B-LINE) OR EQUIVALENT| 2,3 | 8
6. STRUCTURAL MATERIALS, PIPE, AND PIPE FITTINGS SHALL BE PROVIDED WITH A CERTIFICATE OF CONFORMANCE TO THE REFERENCED
STANDARD OR A CERTIFIED MATERIAL TEST REPORT. 4 (B261-12) KNEE BRACE. 12°, TWO HOLE. 45' (B-LINE) OR EQUVALENT| 2 | g
7. ALL WELDING AND V.T. INSPECTION OF PIPING USED ON DUCTING SHALL BE FABRICATED PER ASME B31.3 NORMAL FLUID SERVICE
CRITERIA. 72 31 (N225) SPRING NUT, 1/2°-13 (B-LINE) OR EQUVALENT| 2,3 | 10
F\ELD LOCATE AND ADJUST DUCT SUPPORTS TO ACHIEVE MINIMUM 1/8” DUCT SLOPE PER FOOT OF DUCT TRAVEL. 2 NUT, HEAWY HEX, 1/2-13 UNC-2B ASTM F593 316 2 |11
Dws @ AND 1870 PIPE CLAMP SHOWN FOR REFERENCE. 72 30 (HHCS) BOLT, 1/2" X 1 1/4 L (B-LINE) OR EQUNALENT| 2,3 | 12
10.  ALL BOLTS/NUTS SHALL BE TORQUED TO MANUFACTURER RECOMMENDATIONS. WING FITTING, EIGHT HOLE SINGLE CORNER
4 2 (B274L) QUSSETED CONNECTION {LEFT HAND) (B-LINE) OR EQUNALENT| 2,3 | 13
bwuuy HEIGHT OF MIST ELIMINATOR SUPPORT ASSEMBLY AS NEEDED TO ALIGN WITH MIST ELIMINATOR AND ADJACENT DUCT. VNG FTTNG. EIGHT FOLE SNGLE CORER
4 2 (B274R) GUSSETED CONNECTION (RIGHT HAND) (B-LINE) OR EQUIVALENT| 2,3 | 14
1 (82400-10) PIPE CLAMP, 107 (B-LINE) OR EQUVALENT| 2 | 15
1 (82400-16) PIPE CLAMP, 16" (B-LINE) OR EQUVALENT| 2 | 16
1 (82400-18) PIPE CLAMP, 18" (B-LINE) OR EQUIALENT| 2 | 17
4 (8281) POST BASE FOR BZZA (B-LINE) OR EQUVALENT| 3 | 18
48| 2 |17 FLAT WASHER, 1/2" ASTM F593 316 2,3] 19
4 2 BOLT, 1/2° X 3" L ASTM F593 316 2,3| 20
2 LOCK WASHER, 1/2" ASTM F593 316 2 |2
1 (B3100-10) CLEVIS HANGER, FOR 10" PIPE (B-LINE) OR EQUIVALENT| 2 | 22
1 (B3100-14) CLEVIS HANGER, FOR 14" PIPE (B-LINE) OR EQUVALENT| 2 | 23
1 (83100-16) CLEVIS HANGER, FOR 16" PIPE (B-LINE) OR EQUVALENT| 2 | 24
40a|3 NUT, HEX, 1/2°~13 UNC-28 ASTM F593 316 2,3| 25
26
2 FENDER WASHER, 1/2" ASTM F593 316 2 |27
1 B3104-3 CLEVIS HANGER, 3" TUBE (B-LINE) OR EQUINALENT| 2 | 28
AR | LAR THREADED ROD, 1/2°~13 UNC-2A ASTM F593 316 2 | 29
1 B3151-13Y !”S,UWON PROTECTION SHIELD. 166A. | (5_y e oR eouiaent| 2 | 30
] 53151172 INSULATION PROTECTION SHIELD, 14GA. [ (6 \yey 0R cquvaenT| 2 | 31
1 B3151-19Z E‘S.ULLAT‘ON FPROTECTION SHIELD, 146A | (5_1Ng) OR EQUNALENT| 2 | 32
8 (8631-18) TUBING KNEE BRACE, 18", TWO HOLE, 45 | (B-LINE) OR EQUVALENT| 3 | 33
34
35
36
STRUT CHANNEL COVER, 1 5/8"
D LAR LAR (B217-24) {cuT 10 FM) (B-LINE) OR EQUINALENT| 2 | 37
D 8 4 (B205) STRUT CHANNEL END CAP, 1 5/8" (B-LINE) OR EQUIVALENT| 2 | 38
B-LINE INSERT, CONCRETE — 4' L, WITH
4 2 (B22-1-48) CLOSURE AND END CAPS, PRE-GALVANIZED | (B-UNE) OR ERUNALENT| 2 | 39
%G | CAUTION ATTENTION
NOT COMPLETE WITHOUT CURRENT DESTROY THIS DOCUMENT BY SHREDDING
CHANGE DOCUMENTS FROM DATABASE | MAY CONTAIN SENSITIVE INFORMATION
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SECTION 3 MIST ELIMINATOR SUPPORT ASSEMBLY DRAFT
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