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Table J-18.1.  Exemptions and Equivalencies 
RIMS 

ID# Description DOE Letter Contr./ 
Fac. Letter Facility/System 

General – All Hanford Contractors 
42 Exemption to the interior finish requirements 

(wood panel interiors) for 201 trailers per 
DOE/EV-0043 and interior flame spread 
requirements of NFPA 101. 

9307323 9154368 Facilities 

43 14 exemptions to NFPA required testing and 
maintenance of Fire Protection 
Equipment/Systems. Most are frequency 
reductions. They include water flow actuated 
devices, circuit interfaces, manual fire alarm 
boxes, supervisory switches, coded radio 
reporting systems (NFPA Codes & Standards), 
restorable heat detectors, control panel fuses, 
gauge check, dry, reaction and deluge systems, 
dry sprinkler systems priming water level 
check, dry sprinkler systems low air, fire 
department connections, riser flow test, fire 
hydrant inspection, PIVs and underground gate 
valves spring test (NFPA criteria). 

9103963B 9103044B R1 Fire System 
IT&M 

40 Exemption to the requirements of NFPA 72 for 
the installation of fire alarm bell bypass 
switches -- All Facilities. 

D2949926 9360277 Fire System 
IT&M 

35 Equivalency for subsequent sounding of 
supervisory signals.  NFPA 72 mandates that 
fire alarm systems will allow subsequent 
sounding of supervisory signals when an 
audible trouble silence switch is provided and 
silenced.  

97-QSH-160 FDH-9756612 Fire System 
IT&M 

34 Grants an equivalency for the requirement to 
install a plug on the inspector’s test valve of 
dry pipe sprinkler systems per NFPA 13. 

96-QSH-077 9651910 Fire System 
IT&M 

134 Hanford Implementation of NFPA 25 
(equivalency).  Based off guidance from the 
Headquarters memorandum on NFPA 25 
issued on 3/7/1995.  

96-QSH-068 FDH-9751512 Fire System 
IT&M 

20 Equivalency granted to the Inspection, Testing, 
and Maintenance requirements of NFPA 72 
and NFPA 25 for all fire protection systems 
that are not designated safety class.  Includes 
relief from requirements to conduct periodic 
inspections of 17 different fire alarm system 
component types; relief from increased testing 
frequencies specified by NFPA 72 for six 
different fire alarm component types; and relief 
from the frequency specified by NFPA 25 for 
flow testing of automatic fire sprinkler 
systems. 

01-ESD-014 01-ESD-014 
attachment 

Fire System 
IT&M 
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Table J-18.1.  Exemptions and Equivalencies 
RIMS 

ID# Description DOE Letter Contr./ 
Fac. Letter Facility/System 

101 Fire safety equivalency granted to allow 
refueling vehicle dispensing hoses to extend up 
to 100 feet to support circumstances where the 
refueling vehicle must be parked outside a 
radiological area.  

06-SED-0100 FH-0600390 Vehicle 
Refueling 

155 Equivalency Request for Implementation of 
NFPA 25-2011, Standard for the Inspection, 
Testing, and Maintenance of Water Based Fire 
Protection Systems (includes internal pipe 
inspections) 

12-SED-0055 MSA-1201003 Fire System 
IT&M 

165 Temporary Equivalency Request for an 
Unlisted Proprietary Supervising Station.    
During the time period between phases, listed 
Monaco RFAR alarm receiving and processing 
equipment will be interfacing with existing 
Harlow RFAR transmitters.   The temporary 
equivalency request has been extended from 
September 30, 2016 to September 30, 2019. 

16-NSD-
0038_RL 

MSA-1505213 RFAR 

222-S 
 222-SH Building construction Equivalency 

Request 
04-AMTF-

007/0400515 
 222S 

 222-S Complex Fire Sprinkler System 
Protection Equivalency 

04-TED-
17/0400529 

 222S 

 Permanent Exemption Regarding Installation 
of Automatic Deluge Suppression in the K-1 
Exhaust System Upgrades at 242-A 

11-ESD-028 WRPS-1102571 242-A 
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