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HEPA-A SEE NOTES 2 & 3
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VALVE SEE NOTE 4

6" 0D BIRDSCREEN GRILL
1/4 x 1/4 WIRE MESH SCREEN
GALV STEEL CONSTRUCTION
SECURE TO INSIDE OF PIPE

X
X

2 R

Imrmgwq_

6" SCHED 40 PIPE ASTM AS53

SEE NOTE 6 PL 38" x 10" SQ

W/ 6 11/16" HOLE

3/16 V

AN 60\ 6241-A AIR INLET

H-2-822239 SCALE: 3/4" = 1'-0
H-2-822242

(4)-3/8"#x4" WELD STUDS e 90°

6" SCHED 40 PIPE ASTM AS53

EL Q@MFu:

VALVE SEE NOTE 4

EXP JOINT SEE NOTE 5

HEPA-V SEE NOTES 2

CLASS 150 SLIP-ON FLANGE
FLAT FACE ASTM A105 _

1I.-0!l

6' OD BIRDSCREEN GRILL

1/4 x 1/4 WIRE MESH SCREEN

GALV STEEL CONSTRUCTION . o

SECURE TO INSIDE OF PIPE N A’

Y e
D NN ANNININN 4
. .,.,”_meav PRI |

RN\ ¢
AN
K&
gV

(62 6241-V_AIR INLET

\ H-6-13990 3/4" = 1'-0

/2\

u.loz

= L B241-A
6241V
/ A
\ .ZWLA.
| i - EE
\
|
Suy
/Il

(65\ FILTER BASE

1 I-Oll

Intang
B
a-

i

4
)
prv}

4!_0"

—— 1/2"¢% ANCHOR BOLTS, LOCATION TO SUIT
EQUIP PURCHASED, 2-1/4" MIN EMBED

2'-0" THICK CONCRETE BASE W/
84 @ 12EWT & B

ld.l__
2

l.._.l-_

2

VALVE SEE NOTE 4

1/2"

"SWAGELOCK" MALE CONNECTOR

CLASS 125 LW SLIP-ON FLANGE

FLAT FACE ASTM A105 WITH

CLASS 125 LW BLIND FLANGE ASTM
NEOPRENE FF GASKET

A105 WITH

EL 695'-6"

P.__

EMBED PL

x 10" SQ SST PL W/

3/8"8 X 4" WELD STUDS
1" FROM CORNERS

EL 680'-7"

SST LINER nr.||\\\\\\\\\Aw\xxxe\\\x.

6I|

(61 6241-A AIR OUTLET

-

//mUWummmmpm

PL 1/2 x 5 x 0'-10" W/

3/4" =

1'-0

2-3/8"8 x 4" WELD STUDS

6" PIPE

L3 x3x1/4x1-6" LG
W/ 3/4" HOLES FOR
5/8 x 6" U-BOLT W/ 4 NUTS

o~
~N
-

2ll
(TYP)

*
= !

. 4

SUPPORT

64\ RISER
/LHV\ 1" = 1'-0

PROVIDE NUT ON EA SIDE OF SUPPORT

(6 4 K
/// —/ 5
— _ _ _ _ _
]
Rl 6" SCHED 40 PIPE ASTM A53
NN SEE NOTE 6
%
86
H-2-822270
174 I\ ~
7 -
/ 0N
_ ]
_ _
| _
_ 174" |
3/16 v\_

EL 761'-0"

EL 759'-0"
o
. .b . o
4 |
b
a- . g4 w\\ﬂfV\NMm
>
h 0 V\mﬁ/\w _
FL_754'-5"

63\ 6241-V_AIR OUTLET

Ge

-13990 3/4" =

1'-0

FOR DETAILS NOT SHOWN SEE (6 1)
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1. FOR STRUCTURAL GENERAL NOTES SEE DWG H-2-822265
2. HEPA FILTER HOUSING SHALL BE A FLANDERS MODEL G1-1R-GGD,

OR APPROVED SUBSTITUTE.

HOUSING SHALL FIT A 24 x 24 X

5-7/8"

HEPA FILTER AND SHALL HAVE 6" SCHED 10S CONNECTIONS WITH ANSI

CLASS 150 FLAT FACE FLANGES.
OF FLANGE OF 30 INCHES.

GREY EPOXY COATING.

PORTS SHALL BE SUPPLIED ON INLET AND OUTLET PORTS.
DRAIN AND VALVE, AND MOUNTING RING.

5. EXPANSION JOINT SHALL BE 6
NEOPRENE LINER, FLANGED ENDS, 250 PSI MAX WO

WITH A CENTER OF FILTER TO FACE
FILTER HOUSING SHALL BE SST WITH
1/4" NPT TEST PORTS AND STATIC PRESSURE

MOISTURE

FILTER SHALL BE MOUNTED
ON CONCRETE BASE PER MFR RECOMMENDATIONS

3. FOR FILTER ASSEMBLY IDENTIFICATION LABELS SEE H-2-822231

4. VALVE TO BE KEYSTONE 6" FIGURE 99 BUTTERFLY VALVE OR
APPROVED SUBSTITUTE AND SHALL HAVE TWO 1,8 NEOPRENE
O>WMMﬂm.m1>rr BE EQUIPPED WITH A STANDARD HANDLE AND
LOCK.

" SPOOL TYPE, ONE PIECE CHLOROBUTYL BODY W/
RKING PRESSURE, 26" HG

VACUUM RATING, 250° TEMP RATING GARLOCK TYLE 206 EZ-FLO HEAVYWEIGHT
OR APPROVED SUBSTITUTE.

6. COAT PIPING EXPOSED TO EARTH WITH EPOXY, 12 MIL MIN
3M SCOTCHKOTE 206N, 312 OR APPROVED SUBSTITUTE

7. ALL EXPANSION ANCHORS ON THIS DRAWING SHALL BE SAFETY CLASS 2,

HILTI KWIK BOLT II.

PROCURED AND INSTALLED TO SAFETY CLASS 3 REQUIREMENTS
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