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MATERIAL LIST _
- ary| o) DESCRIPTION MATERTAL/REF
2| 1 | MONITOR, 20 INCH INDUSTRIAL SPEC W-058-P2
ALLEN-BRADLEY PN #2711-M20
: s . 1| 2 | SOLID COVER, UPPER FRONT SLOPED TOP|SPEC W-058-P2 _
HOFFMAN PN #X-CS712F
2 | 3 | KEYBOARD, ALPS PN 102075-00 SPEC W-058-P2
1| 4 | SLOPED TOP W,/ACCESSORY FRONT SPEC W-058-P2
ENCLOSURE, HOFFMAN PN #X-ST7A126
2| 5 | KEYBOARD SHELF, HOFFMAN SPEC W-058-P2
REST ROOM CHANGE ROOM PN #X-KBS6
2| 6 | PRINTER, EPSON LQ 870 SPEC W-058-P2
i
1| 7 | JOINING KIT, TOP TO FRAME SPEC W-058-P2
HOFFMAN PN #X-J2TF
2| 8 | SOLID ToP SPEC W-058-P2
| HOFFMAN PN #X-T66
2| 9 | FRAME BASE ENCLOSURE SPEC W-058-P2
HOFFMAN PN #X-F7126
2| 10 | SOLID SIDES SPEC W-058-P2
HOFFMAN PN #X-SS76
EXST CKT B4 RCPT
SEE NOTE 4) 1| 11 | JOINING KIT, SIDE TO SIDE SPEC W-058-P2
| . 5 HOFFMAN PN #X-J2F
1 [ j 4 | 12 | BASE, SOLID SPEC W-058-P2
El/ HOFFMAN PN #X-B066
- 2 | 13 | DOOR, LOWER FRONT SPEC W-058-P2
~~——SEE NOTE 2 HOFFMAN PN #X-DS76R
| // 2| 14 | DOOR, WITH WINDOW, LOWER FRONT SPEC W-058-P2
A
MAINTENANCE \—/ N\ 2 | 15 | DOOR, REAR OF SLOPED TOP SPEC W-058-P2
ROOM EXST WALL CABINET HOFFMAN PN #X-DS7A6R
AND COUNTER
2| 16 | FRAME SHELF SPEC W-058-P2
HOFFMAN PN #X-FSH66
A" 4" 2-1/8"DEEP SQ _ i -/ 1| 17 | MOUNTING BRACKET, CENTER UPRIGHT SPEC W-058-P2
BOX WITH SOLID COVER [l 3 HOFFMAN PN #X-CU7A12
_I I llll\
INSTALL 1-07 ABOVE FL 3/4" CND, 3-#12AWG 1| 18 | FULL SUBPANEL SPEC W-058-P2
|\\ (B4H, B4N, GND) HOFFMAN PN #X-PF76
SEE NOTE 3 4| 19 | COVER, LOWER REAR SPEC W-058-P2
W-058 HOFFMAN PN #X-CS76R
CONTROL ROOM
Py CONTROL ROOM
OPERATOR CONTROL d (FORMER LUNCH ROOM)
STATION (SEE NOTE 5)—~
NOTES:
h 1. SEE CONSTRUCTION SPECIFICATION W-058-C3 FOR INSTALLATION
. , INSTRUCTIONS AND MATERIALS NOT NOTED.
2. DISCONNECT AND REMOVE EXISTING RECEPTACLE (CKT B4 LOCATED
IN WALL CABINET FEEDING EXISTING RANGE HOOD). INSTALL 1-7./8
EXTENSION RING WITH SOLID COVER TO EXISTING RECEPTACLE BOX.
INSTALL 34" CND AND EXTEND CKT B4 CONDUCTORS FROM THE
! EXTENSION RING TO OPERATOR CONTROL STATION (OCS).
3. INSTALL 3/4" LIQUIDTIGHT FLEXIBLE METAL CONDUIT AND CONTINUE
CKT B4 CONDUCTORS FROM OUTLET BOX TO OCS. PROVIDE SUFFICIENT
LENGTH OF CONDUIT (NOT TO EXCEED 3 FT) TO ALLOW THE OCS TO BE
MOVED FROM THE WALL WITHOUT DISCONNECTING THE POWER
CONDUCTORS. ~ TERMINATE 120 VAC CKT B4 CONDUCTORS AT OCS PER
_U>m|_|_>_l _U_I>Z MANUFACTURER'S DRAWINGS.
eae SCALE: 3.8"=1'-0" , 4. DISCONNECT AND TAPE-OFF/SCRAP CKT B4 WIRING AND REMOVE
RECEPTACLE (LOCATED BELOW WALL CABINET). INSTALL SOLID STEEL
COVER ON RECEPTACLE BOX.
RN
@ea N 5. INSTALL OCS PER MANUFACTURERS INSTRUCTIONS. _
MONITOR MONITOR > 6. SEE DRAWING H-7-1275 FOR ELECTRICAL SYMBOLS.
N :
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