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NOTES: C
ONE LINE-DIAGRAM 1. SEE DRAWING H-7-1275 FOR ELECTRICAL SYMBOL LIST UNLESS
OTHERWISE SHOWN.
2. ABBREVIATIONS ARE PER ASME Y1.1-1989 UNLESS NOTED OTHERWISE.
3. SERVICE ENTRANCE RATED EQUIPMENT.
4. CIRCUIT BREAKERS WITH 400A FRAME SIZE AND LARGER SHALL HAVE
/5 SOLID-STATE TRIP UNITS WITH INDEPENDENTLY ADJUSTABLE SHORT TIME E—
PICKUP AND GROUND FAULT PROTECTION, AND SHALL BE
100% RATED.
5. DISCONNECT SWITCH NUMBERS SHOWN IN b
WERE ASSIGNED BY UTILITIES.
6. THE INTERFACE POINT BETWEEN ELECTRIC UTILITIES AND THE
FACILITY IS THE INCOMING LINE TERMINATION CONNECTION TO
THE ELECTRICAL ISOLATION DEVICE AT THE FACILTY PER
HNF-PRO-481 (ZONE F6 )
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