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HNF-1956, Rev. 1-B

PROJECT W-058 MASTER EQUIPMENT LIST

J.L. Gilbert
Numatec Hanford Corporati on, Richland, WA 99352
U.S. Department of Energy Contract DE- AC06-96RL13200

EDT/ ECN: 647045 UC: 2030
Org Code: 8C473 Charge Code: N58PM
B&R Code: 39EW31301 Total Pages: 137

Key Words: Project W-058, Equipment list, Setpoints, Instrument list,
Valve list, Calibration, Procedures, Cross-Site Transfer System

Abstract: This document identifies the master equipment list for the
Replacement Cross-Site Transfer System by tag number drawn from the
equipment list, valve list and instrument list. This list includes
locations, manufacturer model, drawing references, calibration
information and applicable maintenance/calibration procedures. This
information was gathered from the design media, design calculations,
certified vendor information, vendor recommendations and maintenance and
calibration procedures developed for the project.

TRADEMARK DISCLAIMER. Reference herein to any specific comnercial product, process, or service by
trade name, trademark, manufacturer, or otherwise, does not necessarily constitute or imply its
endorsement, recommendation, or favoring by'the United States Government or any agency thereof or
its contractors or subcontractors.

Printed in the United States of America. To obtain copies of this document, contact: Document
Control Services, P.O. Box 950, Mailstop H6-08, Richland WA 99352, Phone (509) 372-2420;
Fax (509) 376-4989.
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HNF-1956, Rev: 1-B

W-058 Equipment List Report

Equipment No. Description/Function Location SC Spec No. Manufacturer P&ID Dwg Cai or Main. Spare Parts
CVi Model # Procedure (Criticai or Normal)

DPNR-302C-1 Skid mounted chemical injection pkg FLUSH SYSTEM GS P12 Hydroflow H-2-822409 SH 1 N/R . N/R
242-S 22798 SUP 46 HDH-140

FLT-3100A After-filter 6241-A SUPPORT BLDG GS P8 Parker H-2-822406 SH 1 N/R N/R
22798 SUP 17 N/A Note 1

FLT-3100B After-filter 6241-V SUPPORT BLDG GS P8 Parker H-2-822407 SH I N/R N/R
22798 SUP 17 N/A Note 1

FLT-3101A Pre-filter 6241-A SUPPORT BLDG GS P8 Parker H-2-822406 SH 1 N/R N/R
22798 SUP 17 N/A Note 1

FLT-3101 B Pre-filter 6241-V SUPPORT BLDG GS P8 Parker H-2-822407 SH I N/R N/R
22798 SUP 17 N/A Note 1

FLT-3102A1 Finite Filter 6241-A SUPPORT BLDG GS P8 Parker H-2-822400 SH 2 N/R N/R
22798 SUP 17 SIR-1C04-023A Note I

FLT-3102A2 Finite Filter 6241-A SUPPORT BLDG GS P8 Parker H-2-822400 SH 2 N/R N/R
22798 SUP 17 SIR-1C04-023A Note 1

FLT-3103B1 Finite Filter 6241-A SUPPORT BLDG GS P8 Parker H-2-822400 SH 3 N/R N/R
22798 SUP 17 SIR-1C04-023A Note 1

FLT-3103B2 Finite Filter 6241 A SUPPORT BLDG GS P8 Parker H-2-822400 SH 3 N/R N/R
22798 SUP 17 SIR-1C04-023A Note I

FLT-3168 Bag-in/Bag-out filter housing, 304 SS, VENT STATION 6241-V GS N/A Flanders H-2-822404 SH 1 6-TF-157VV N/R
1" buttweld inlet and outlet connections N/R No. G-1 1 R CC-D(304F) Test 365 days

FLT-3185 Bag-in/Bag-out filter housing, 304 SS, VENT STATION 6241-V GS N/A Flanders H-2-822404 SH 1 6-TF-1 57W N/R
1" buttweld inlet and outlet connections N/R No. G-1 1 R CC-D(304F) Test 365 days

HTR-302C-1 500 kW electric circulation heater FLUSH SYSTEM GS P11 INDEECO H-2-822400 SH 1 N/R N/R
22798 SUP 18 No. 3558X-1095 Note 2

HTR-302C-2 500 kW electric circulation heater FLUSH SYSTEM GS P11 INDEECO H-2-822400 SH 1 N/R N/R
22798 SUP 18 No. 3558X-1095 Note 2

HTR-302C-3 1500 W electric drum heater with FLUSH SYSTEM GS C5 Watlow H-2-822409 SH 1 N/R N/R
adjustable thermostat 22798 SUP 20 No. 04067711 Note 1

IA-DRY-3101A Heatless regenerative dryer 6241-A SUPPORT BLDG GS P8 Pneumatech Inc H-2-822406 SH 1 5-Misc-285 N/R
22798 SUP 17 PHM-15

IA-DRY-3101B Heatless regenerative dryer 6241-V SUPPORT BLDG GS P8 Pneumatech Inc H-2-822407 SH 1 5-Misc-285 N/R
22798 SUP 17 PHM-15

P-3100A Horizontal, end suction centrifugal pump, FLUSH SYSTEM GS P6 Goulds H-2-822409 SH 1 N/R N/R
electric motor driven 22798 SUP 15 3196 STX Note 2

P-3100B Chemical addition pump FLUSH SYSTEM GS P12 Hydro Flow H-2-822409 SH I N/R N/R
22798 SUP 41 CJ4T7549-04054 Note 2

P-3115 Portable electric submersible SS dewatering pump DIVERSION BOX 6241-A GS N/A FLYGT H-2-822403 SH 1 T0-050-001 N/R
N/R Model BS2060 Note 2

P-3116 Portable electric submersible SS dewatering pump VENT STATION 6241-V GS N/A FLYGT H-2-822404 SH 1 T0-050-001 N/R
N/R Model BS2060 Note 2

P-3125A Horizontal, centrifugal, multistage slurry pump, DIVERSION BOX 6241-A GS P1 Sulzer Bingham H-2-822403 SH 1 3-Misc-296 N/R
electric motor driven 22798 SUP 40 MSE-9STG

P-3125B Horizontal, centrifugal, multistage slurry pump, DIVERSION BOX 6241-A GS P1 Sulzer Bingham H-2-822403 SH I 3-Misc-296 N/R
electric motor driven 22798 SUP 40 MSE-9STG

1



HNF-1956, Rev. 1-B

W-058 Equipment List Report

Equipment No. Description/Function Location SC Spec No. Manufacturer P&ID Dwg Cal or Main. Spare Parts
CVI Model # Procedure (Criticat or Normal)

PSE-3101A 2" reverse buckling rupture disk, inconel, DIVERSION BOX 6241-A SC C3 (M26) BS & B H-2-822403 SH 1 , N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1

PSE-3101 B 2" reverse buckling rupture disk, inconel, DIVERSION BOX 6241-A SC C3 (M26) BS & B H-2-822403 SH 1 N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1

PSE-3101C 2" reverse buckling rupture disk, inconel, DIVERSION BOX 6241-A SC C3 (M26) BS & B H-2-822403 SH 1 N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1'.

PSE-3101D 2" reverse buckling rupture disk, inconel, DIVERSION BOX 6241-A SC C3 (M26) BS & B H-2-822403 SH 1 N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1

PSE-3101 E 2" reverse buckling, non-fragmenting rupture disk, DIVERSION BOX 6241-A GS C3 (M9) BS & B H-2-822403 SH 1 N/R N/R
316 SS, burst pressure of 1600 psig N/R Type SRB-7RS Note 1

PSE-3101F 2" reverse buckling, non-fragmenting rupture disk, DIVERSION BOX 6241-A GS C3 (M9) BS & B H-2-822403 SH I N/R N/R
316 SS, burst pressure of 1370 psig N/R Type SRB-7RS Note I

PSE-3101G 2" reverse buckling, non-fragmenting rupture disk, DIVERSION BOX 6241-A GS C3 (M9) BS & B H-2-822403 SH I N/R N/R
316 SS, burst pressure of 1600 psig N/R Type RLS Note 1

PSE-3101 H 2" reverse buckling, non-fragmenting rupture disk, DIVERSION BOX 6241-A GS C3 (M9) BS & B H-2-822403 SH 1 N/R N/R
316 SS, burst pressure of 1370 psig N/R Type RLS Note 1

PSE-3102A 2" reverse buckling rupture disk, inconel, VENT STATION 6241-V Sc C3 (M26) BS & B H-2-822404 SH 1 N/R N/R
burst pressure of 60 psig NIR Type CSR Note I

PSE-3102B 2" reverse buckling rupture disk, inconel, VENT STATION 6241-V SC C3 (M26) BS & B H-2-822404 SH 1 N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1

PSE-3102C 2" reverse buckling rupture disk, inconel, VENT STATION 6241-V Sc C3 (M26) BS & B H-2-822404 SH 1 N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1

PSE-3102D 2" reverse buckling rupture disk, inconel, VENT STATION 6241-V SC C3 (M26) BS & B H-2-822404 SH 1 N/R N/R
burst pressure of 60 psig N/R Type CSR Note 1

PSE-841 1-1/2 reverse buckling, non-fragmenting rupture 244-A LIFT STATION Sc P10 BS & B H-2-822405 SH I 3-Misc-296 N/R
disk, 316 SS, burst pressure of 230 psig 22798 SUP 54 Type RLS Note 1

PSE-842 1-1/2" reverse buckling, non-fragmenting rupture 244-A LIFT STATION SC P10 BS & B H-2-822405 SH 1 3-Misc-296 N/R
disk, 316 SS, burst pressure of 230 psig 22798 SUP 54 Type RLS Note 1

RO-3125A Stacked restriction orifice, 316 SS, DIVERSION BOX 6241-A GS P1 Sulzer Bingham H-2-822403 SH 1 N/R N/R
2" Soh 80 pipe 22798 SUP 40 N/A Note 1

RO-3125B Stacked restriction orifice, 316 SS, DIVERSION BOX 6241-A GS P1 Sulzer Bingham H-2-822403 SH I N/R N/R
2" Sch 80 pipe 22798 SUP 40 N/A Nnta± 1

"

SA-CMP-3101A Electric motor driven oil free air compressor 6241-A SUPPORT BLDG GS P8 Aeroflow H-2-822406 SH I 5-Misc-285 N/R
22798 SUP 17 2AN17 Insp. 365 days

SA-CMP-3101 B Electric motor driven oil free air compressor 6241-V SUPPORT BLDG GS P8 Aeroflow H-2-822407 SH 1 5-Misc-285 N/R
22798 SUP 17 2AN17 Insp. 365 days

STR-3101A 1-1/2" Y-strainer, SS bodyand screen, DIVERSION BOX 6241-A GS C3 Mueller H-2-822406 SH 1 N/R N/R
Class 600, socketweld N/R 15580-01-CF8M Note 1

STR-31 01 B 1-1/2" Y-strainer, SS body and screen, VENT STATION 6241-V GS C3 Mueller H-2-822407 SH 1 N/R N/R
Class 600, socketweld N/R 15580-01-CF8M Note I

WT-PNL-3125A1 Pump seal control panel 6241-A SUPPORT BLDG GS P1 BW/IP International H-2-822406 SH 1 N/R N/R
22798 SUP 40 B01096-02A Note 1

WT-PNL-3125A2 Pump seal control panel 6241-A SUPPORT BLDG GS P1 BW/IP International H-2-822406 SH 1 N/R N/R
22798 SUP 40 B01096-02B Note 1

2



HNF-1956, Rev: 1-B

W-058 Instrument List Report

Tag No. Descriptlon/Function Range Location Line Number SC Spec Manufacturer P&ID Dwg Installation Dwg Cal. or Maint. Cal. Date/ Spare PartsSet Point ^.. . CVI Model WIBng Dwg Location Dwg Procedure Req'd Frequency Critical or NormalFE-3125 Pump P-3125A1B outlet flow 0-240 GPM DIVERSION BOX WT-SLL-3160(3"-M9) GS W-058-P5 PANAMETRIC H-2-822403 SH 1 H-2-822420 SH1 6-Miso-281 Cal w/FT3125 N/R

FE/FT 302C-1 Pump P-3100A outlet flow 0-200 GPM
6241-A
FLUSH SYSTEM 3"-SW-M5 GS

22798 SUP 39
W-058-C5 FOXBORO H-2-822409 SH 1 H-2-822350 6-Miso282

730 days
11/14/97 N/R

FIC-302C-2 Water Supply to Flush System 0-350 GPM FLUSH SYSTEM 4" RAW-M5 GS
22798 SUP 21
W-058-C5

8000A/1 MT25
FOXBORO H-2-822409 SH 1 H-2-822350 6-Mis 282

730 days

FE/FT302C 22798 SUP 21 8000A11MT25
c- 11/14/97

730 days
N!R

.FIT-3125 Pump P-3125A/B outlet flow 0-240 GPM 6241-A N/A GS W-058-P5 PANAMETRIC H-2-822403 SH 1 H-2-822421 SH 2 6-Miso-281 11/18/97 N/R

FSH-3125A1 Pump P-3125A seal failure
SPRT BLDG
DIVERSION BOX IA(100p) - 3100A GS

22798 SUP 39
W-058-Pt MELEMA H-2-822400 SH 2

H-2-822507 SH2
H-2-822340

Calibrate with FE3125
3-Misc 296

11 SCFH 6241-A (1/4" M31) 22798 SUP 40 M60
-

Note 6
8/12197

FT 365 days
NIR

FSH-3125A2 Pump P-3125A seal failure DIVERSION BOX IA(100#) - 3100B GS W-058-P1 MELEMA H-2-822400 SH 2 H-2-822340 3-Misc-296 8/12l97 N/R11 SCFH 6241-A (1/4" M31) 22798 SUP 40 M60 Note 6 FT 365 daysFSH 312581 Pump P 31256 seal failure DIVERSION BOX IA(100#) 3100C GS W-058-P1 MELEMA H-2-822400 SH 3 H-2-822340 3-Misc-296 8/12/97 N/R

-3125B2FSH Pump P31256 seal failure
11 SCFH 6241-A

DIVERSION BOX
(1/4" M31)

IA(100#) - 3100D GS
22798 SUP 40
W-058-P1

M60
MELEMA H-2-822400 SH 3 H-2-822340

Note 6
3-Misc 296

FT 365 days

' 11 SCFH 6241-A (1/4" M31) 22798 SUP 40 M60
-

Note 6
8/12/97

FT 356 days
WR

FSL302C-4A Immersion HTR. -2 Flush System N/A GS P11 WE ANDERSON H-2-822400 SH 1 H-2-822350 N/R N/A N/Rlow flow 14-23 gpm 242-S 22798 SUP 18 V4552U Note 5FSL302C-4B Immersion HTR. -1 Flush System N/A GS P11 WE ANDERSON H-2-822400 SH 1 H-2-822350 N/R N/A N/Rlow flow 14-23 gpm 242-S 22798 SUP 18 V4552U Note 5IY-P102SY-02A Pump P-102-SY-02A current 0-50 AMP SY-102 N/A GS N/A Existing H-2-822401 SH 1 N/R N/A N/R

LDE-3150 6241-Asump leak detection N/A DIVERSION BOX N/A SC W-058-C3 FCI-866 H-2-822403 SH 1 H-2-822420 SH 1
Note 7

N/A N/RLDE-3150A 6241-A 22798 SUP 13 Note 8LDE-3151 6241-V sump leak detection N/A VENT STATION N/A SC W-035-C3 FCI-866 H-2-822404 SH 1 H-2-822420 SH 1 N/A N/RLDE-3151A 6241-V 22798 SUP 13 Note 8LDE-3160A Pipe encasement leak detection N/A nwFa9InN ROY wT-Sw -n, tmml"o, ne 1n1 nco r,

6241-A
,_ .__, -- .. _-- -.

22798 SUP 2

. _......._-... wiR

Note 8
rv/H N/K

LDE-3160B Pipe encasement leak detection N/A DIVERSION BOX WI--SLL-3160(3"-M9) GS W-058-C7 PERMALERT H-2-822403 SH I N/A N/R N/A N/R6241-A 22798 SUP 2 Note 8LDE-3160C Pipe encasement leak detection N/A DIVERSION BOX WP-SNL-3150(3"-M9) GS W-058-C7 PERMALERT H-2-822403 SH 1 N/A N/R N/A N/R6241-A 22798 SUP 2 Note 8LDE-3160D Pipe encasement leak detection N/A DIVERSION BOX Wi-SLL-3160(3"-M9) GS W-058-C1 PERMALERT H-2-822403 SH 1 N/A N/R N/A N/R6241-A 22798 SUP 2 Note 8LDE-3161A Pipe encasement leak detection N/A VENT STATION Wi-SNL3150(3"-M9) GS W-058-C1 PERMALERT H-2-822404 SH 1- - N/A NR N/A N6241-V 22798 SUP 2 Note 8
IR

LDE-3161 B Pipe encasement leak detection WA VENT STATION W7--SLL-3160(3"-M9) GS W-058-C1 PERMALERT H-2-822404 SH 1 N/A N/R N/A
6241-V 22798 SUP 2 Note 8

NIR

LDE-3161C Pipe encasement leak detection N/A VENT STATION Wi-SNL-3150(3"-M9) GS W-058-C1 PERMALERT H-2-822404 SH 1 N/A N/R N/A N/R6241-V 22798 SUP 2 Note 8LDE-3161D Pipe encasement leak detection N/A VENT STATION WI--SLL-3160(3"-M9) GS W-058-C7 PERMALERT H-2-822404 SH 1 N/A NIR N/A /R
6241-V 22798 SUP 2 Note 8

N

LDE-3162A Pipe encasement leak detection N/A INSTR. CABINET WI'-SNL-3150(3"-M9) GS W-058-C1 PERMALERT H-2-822405 SH 1 N/A NIR N/A N/R
Atlanta Ave. CAB-6241 22798 SUP 2 Note 8LDE-31628 Pipe encasement leak detection N/A INSTR. CABINET WI--SLL-3160(3"-M9) GS W-058-C1 PERMALERT H-2-822405 SH 1 N/A N/R N/AAtlanta Ave. CAB-6241 22798 SUP 2 Note 8

N/R

LDK-3150 6241-A sump leak detection N/A 6241-A - SC W-058-C3 FCI-866 H-2-822403 SH I H-2-822336 6-LDD-275 N/A NIRLDK-3150A SPRT BLDG 22798 SUP 13 H-2-822420 3-Misc-295 FC IAW/BIOLDK-3151 6241-V sump leak detection N/A 6241-V - SC W-058-C3 FCI-866 H-2-822404 SH I H-6-13994 6-LDD-275 N/A N/RLDK3151A SPRT BLDG 22798 SUP 13 H-2-822420 3-Miso-295 FC IAW/BIOLDK-3160 6241-A encasement leak detection N/A 6241-A - GS W-058-C1 PERMALERT H-2-822403 SH 1 H-2-822421 3Misc-284, 3-Misc-295 FC N/A N/R
SPRT BLDG 22798 SUP 2 u-9-R99rtn 9-1 nn-oo^ ^^. I_..-

5
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Set Point CVI Model Wiring Dwg Location Dwg Procedure R Frequencyeq'd CrltlcalorNormal

LDK-3161 6241-V encasement leak detection N/A 6241-V - GS W-058-Ct PERMALERT H-2-822404 SH 1 H-6-14015 3-Mise-284, 3-Miso-295 FC N/A NIR
SPRT Bldg 22798 SUP 2 H-6-14012 2-LDD-293 365 days

LDK-3162 Encasement Leak Detection N/A INSTR. CABINET - GS W-058-C1 PERMALERT H-2-822403 SH 1 H-2-822224 3-Misc-284, 3 Misc 295 FC N/A N/R
CAB-6241 22798 SUP 2 H-2-822209 2-LDD-293 365 days

LIT-302C-1. Water flush tank level 0-20 Ft TANK GS W-058-C5 FOXBORO H-2-822409 SH 1 H-2-822350 6-LID-283 8/7/97 N/R
5 Ft LLS TK-302-C N/A 22798 SUP 42 IFL 10 730 dave

22798 SUP 48 PLC-5
PCU-2 Programmable Control Unit N/A 6241-A N/A GS P2 ALLEN BRADLEY H-2-822431 H-2-822435 N/R N/A N/R

SUPPORT BLDG 22798 SUP 48 PLC-5
PCU-3 Programmable Control Unit N/A 6241-V N/A GS P2 ALLEN BRADLEY H-2-822432 H-2-822435 NIR N/A N/R

SUPPORT BLDG 22798 SUP 48 PLC-5 H-6-14012
PCU-4 Programmable Control Unit N/A 244-A N/A GS P2 ALLEN BRADLEY H-2-822534 SH 2 H-2-822435 N/R N/A N/R

22798 SUP 48 PLC-5 H-2-822433
PCU-5 Programmable Control Unit N/A Atlanta Ave. N/A GS P2 ALLEN BRADLEY H-2-822209 SH 3 H-2-822435 N/R N/A N/R

Instr. Cab. 6241 22798 SUP 48 PLC-5 H-2-822224
PAL-3100A Compressed air sys. low press. 6241-A N/A GS W-0-58-P8 H-2-822406 SH I H-2-822340 N/R - N/A N/R

115 PSIG SPRTBLDG 22798 SUP 17 Note 1
PAL-3100B Compressed air sys. low press. 6241-V N/A GS W-058-P8 H-2-822407 SH 1 H-2-822340 N/R N/A N/R

115 PSIG SPRT BLDG 22798 SUP 17 Note 1
PI-3104A Instr air line pressure N/A 6241-A IA(175#)-3100(1'-M7) GS W-058-P5 WIKA INSTR H-2-822406 SH I H-2-822340 N/R 5/23/97 N/R

SPRT BLDG 22798 SUP 10 2XX.34 Note 1
PI-3104B Instr air line pressure N/A 6241-V IA(175#)-3101(1/2"-M7) GS W-058-P5 WIKA INSTR H-2-822407 SH 1 H-6-13997 N/R 5123/97 N/R

SPRT BLDG 22798 SUP 10 2XX.34 Note I
PI-3108A Instr air line pressure N/A 6241-A IA(175q)-3100(1 "-M7) GS W-058-P5 WIKA INSTR H-2-822406 SH 1 H-2-822340 N/R 5/23/97 N/R

SPRT BLDG 22798 SUP 10 2XX.34 Note 1 '
PI-3108B Instr air line pressure N/A 6241-V IA(175#)-3101(1/2"-M7) GS W-058-P5 WIKA INSTR H-2-822407 SH 1 H-6-13997 N/R 5/23197 N/R

SPRT BLDG 22798 SUP 10 2XX.34 Note I
PI-3109A Compressed air package N/A 6241-A - GS W-058-P8 H-2-822406 SH 1 H-2-822340 N/R 9/24/97 N/R

rl-siuyb uompressea air pacKage ruA. bz41-V - GS W-058-P8 H-2-822407 SH 1 H-6-13997 N/R 9/24197 N/R
receiver pressure SPRT BLDG 22798 SUP 17 Note 1

PI-3110A Compressed air package N/A 6241-A - GS W-058-P8 H-2-822406 SH 1 H-2-822340 N/R 9/24/97 N/R
compressor oil pressure SPRT BLDG 22798 SUP 17 Note 1

PI-31106 Compressed air package N/A 6241-V - GS W-058-P8 H-2-822407 SH 1 1-1-613997 N/R 9/24/97 N/R
compressor oil pressure SPRT BLDG 22798 SUP 17 Note 1

PI-3111A Compressed air package WA 6241-A - GS W-058-PB H-2-822406 SH 1 H-2-822340 N/R 9/24/97 N/R
Instr air line pressure-dryer SPRT BLDG 22798 SUP 17 Note 1

PI-3111B Compressed air package N/A 6241-V
-

- GS W-058-P8 H-2-822407 SH1 H-6r13997 N/R 9/24/97 N/R
instr air line pressure-dryer SPRT BLDG 22798 SUP 17 Note I

rr.ai icn wiiiNicaacu an Pa=nayc rvn ccvi-n - uJ vv-voC-ra IY-L-t3[L4uti On l M-L-0L'L34U N/K y/24/y/ N/K
instr air line pressure-dryer SPRT BLDG 22798 SUP 17 Note 1

u.p.=aa=a un paenuy= ,vin w vvvw-ro , n-e-0444ur On I n-C-wyyr IVK y/La/yI rv/K
instr air line pressure-dryer SPRT BLDG 22798 SUP 17 Note 1

YAS-841 Rupture disk failure 0-70 PSIG . 244-A Wr-SLL-3160 GS W-058-P10 ANDERSON GREEN H-2-822405 H-2-822322 TF-FT-059-004 N/A N/R
Pressure switch 30 PSIG 22798 SUP 54 WOOD H3S-3SL 730 days

YAS-842 Rupture disk failure 0-70 PSIG 244-A . Wi-SLL-3160 GS W-058-P10 ANDERSON GREEN H-2-822405 H-2-822322 TF-FT-059-004 N/A N/R
Pressure switch 30 PSIG - 22798 SUP 54 WOOD H3S-3SL 730 days

PSL-3125A1 Pump P-3125A seal failure DIVERSION BOX N/A GS . W-058-P1 UNITED ELECTRIC H-2-822400 SH 2 H-2-822340 N/R . 12116/97 N/R
90 PSIG 6241-A 22798 SUP 40 J120-193 Note 6 365 days

PSL-3125A2 Pump P-3125A seat failure . DIVERSION BOX N/A GS W-058-Pt UNITED ELECTRIC H-2-822400 SH 2 H-2-822340 N/R 12/16/97 - N/R
90 PSIG 6241-A 22798 SUP 40 J120-193 Note 6 365 days
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PSL-3125B1 Pump P-3125B seal failure DIVERSION BOX N/A GS W-058-P1 UNITED ELECTRIC H-2-822400 SH 3 H-2-822340 N/R 12/16/ 7 N/R
90 PSIG 6241-A 22798 SUP 40 J120-193 Note 6 365 days

PSL-3125B2 Pump P-3125B seal failure DIVERSION BOX N/A GS W-058-Pt UNITED ELECTRIC H-2-822400 SH 3 H-2-822340 N/R 12/16/97 N/R
90 PSIG 6241-A 22798 SUP 40 J120-193 Note 6 365 days

PT-3113 Valve V-31131eakage 0-300 PSIG 241-SY-A 3" FW-M5 SC W-058-C2 AMETEK H-2-822402 SH 1 H-2-822293 6-PCD-280 5/23/97 N/R
10 PSIG 88C 730 days

PT-3113A Valve V3113Ieakage 0-300 PSIG 241SY-A 3" FW-M5. SC W-058-C2 AMETEK H-2-822402 SH I H-2-822293 6-PCD-280 1/26/98
10 PSIG 22798 SUP 1 88C 730 days N/R

PT-3125A P-3125A inlet pressure 0-100 P31G DIVERSION BOX WT-SLL-3163(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH I H-2-822336 6-PCD-280 5/23/97 N/R
70 &<10 PSIG 6241-A 22798 SUP 4 88C 730 days

PT-3125B P-31258 inlet pressure 0-100 PSIG DIVERSION BOX WT-SLL-3164(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH I H-2-822336 6-PCD-280 5/22/97 N/R
70 & < 10 PSIG 6241-A 22798 SUP 4 88C 730 days

PT-3125C P-3125A outlet pressure 0-3000 PSIG DIVERSION BOX WT-SLL-3163(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH 1 H-2-822336 6-PCD-280 5/22/97 N/R
1250 PSIG 6241-A 22798 SUP 4 88C 730 days

PT-3125D P-3125B outlet pressure 0-3000 PSIG DIVERSION BOX Wi-SLL-3164(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH 1 H-2-822336 6•PCD-280 5/23/97 N/R
1250 PSIG 6241-A 22798 SUP 4 88C 730 days

PT3125E Supemate line pressure 0-300 PS1G DIVERSION BOX Wi-SNL-3150(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH 1 H-2-822336 6-PCD-280 5/23/97 N/R
>0 PSIG 6241-A 22798 SUP 4 88C 730 days

PT-3126A Supemate line pressure 0-300 PSIG VENT STATION VJr-SNL-3150(3"-M9) GS W-058-P5 AMETEK H-2-822404 SH 1 H-6-13994 .6-PCD-280 7/31/97 N/R
>0 PSIG 6241-V 22798 SUP 4 88C X35 730 days

PT-3126B Slurry line pressure 0-1000 PSIG VENT STATION WT-SLL-3160(3"-M9) GS W-058-P5 AMETEK H-2-822404 SH 1 H-6-13994 6-PCD-280 7/31/97 N/R
>0 PS1G 6241-V 22798 SUP 4 88C 730 days

PT-3167 Valve SOV-3167A/B leakage 0-100 PSIG VENT STATION RW-315(3"-M9) GS W-058-P5 AMETEK H-2-822404 SH 1 H-6-13994 6-PCD-280 5/23/97 N/R
10 PSIG 6241-V 22798 SUP 4 88C 730 days

PT-3168 Valve SOV-3168A/B leakage 30" Hg-3o PSIG VENT STATION Wr-SLL-3160(1"-M9) GS W-058-P5 AMETEK H-2-822404 SH I H-6-13994 6-PCD-280 5/22/97 N/R
10 PSIG 6241-V 22798 SUP 4 88C X35 730 days

PT-3173 Valve SOV3143A/B leakage 0-100 P31G DIVERSION BOX RW-3151(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH 1 H-2-822336 6-PCD-280 5123/97 N/R
10 PSIG 6241-A 22798 SUP 4 88C 730 days

PT-3182 Valve SOV-3182AB leakage 0300 PSIG DIVERSION BOX VJr-SNL-3150(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH 1 H-2-822336 6-PCD-280 5/23197 N/R
10 PSIG 6241-A 228798SUP 4 88C 730 days

PT-3183 Valve SOV-3183A/B leakage 0-300 PSIG DIVERSION BOX Wi-SLL-3160(3"-M9) GS W-058-P5 AMETEK H-2-822403 SH I H-2-822336 6-PCD-280 11/11/97 N/R
10 PSIG 6241-A 22798 SUP 4 88C 730 days

PT-3185 Valve SOV-3185A/B leakage 30"Hg-30 PSIG VENT STATION Wi-SNL-3152(1"-M9) GS W-058-P5 AMETEK H-2-822404 SH 1 H-6-13994 6-PCD-280 12/4197 Nrtt
10 PSIG 6241-V 22798 SUP 4 88C X35 730 days

PT-841 Valve MOV-84318461eakage 0-300 PSIG 244-A 3" SN-216 GS C2 AMETEK H-2-822405 SH I H-2-822293 N/R N/R N/R
200 PSIG LIFT STATION WT-SLL-3160 (3"M9) 22798 SUP 1 88C Note 7

PT-842 Valve MOV-844/8451eakage 0-300 PSIG 244-A 3" SN-215 GS C2 AMETEK H-2-822405 SH 1 H-2-822293 6-PCD-280 N/R N/R
200 PSIG LIFT STATION Wi-SLL-3160 (3' M9) 22798 SUP 1 88C 365 days

SE-3125A Motor speed pump P-3125A 0-3600 RPM 6241-A . GS Pt H-2-822400 SH 2 H-2-822513 SH 1 N/R NIR NIR
SPRT BLDG 22798 SUP 40 Note 7 FT 365 days

SE-3125B Motor speed pump P-3125B 0•3800 RPM 6241-A GS Pt H-2-822400 SH 3 H-2-822513 SH 2 NIR N/R NIR
SPRT BLDG 22798 SUP 40 Note 7 FT 365 days

TE-302C-1 Water flush tank heaterRemp cont 0-180 F 242-S GS CS FOXBORO H-2-822409 SH 1 H-2-822350 N/R N/R NIR
TANK 302C . 22798 SUP 44 SL10655-U20 Note 7

TE-302C-4A Flush water heater HTR-302C-2 0-1400F 242-S GS . P11 ATHENA H-2-822400 SH 1 H-2-822350 N/R N/R NIR
Temp controller 22798 SUP 18 XT18-JF-F Note 5

TE-302C-48 Flush water heater HTR-302C-1 0-1400F 242-S GS P11 ATHENA H-2-822400 SH 1 H-2-822350 N/R N/R N/R
Temp controller 22798 SUP 18 XT18-JF-F Note 5.

TE-302C-4C Flush water heater HTR-302C-2 242-S GS P11 TYPE J H-2-822400 SH 1 H-2-822350 N/R NIR NIR
High Temp WfR S!D 200 F 22798 SUP 18 - ' Note 5

TE-302C-4D Flush water heater HTR-302C-1 242-S . GS P11 TYPE J H-2-822400 SH 1 H-2-822350 N/R N/R N/R
High Temp WTR S/D 200 F 22798 SUP 18 Note 5

TE-3125A Pump P-3125AB outlet flow temp 35-200 F DIVERSION BOX W17-SLL-3160(3"-M9) GS W-058-P5 PYROMATION H-2-822403 SH 1 H-2-822336 SH 1 N/R N/R N/R
6241-A 22798 SUP 46 K48006r; Note 7 FT165 davs
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TE-3125A1 Pump P-3125A bearing temp 0-220 F DIVERSION BOX GS P1 H-2-822400 SH 2 H-2-822336 SH 2 3-Misc-296 N/R N/R
190 F(A) 6241-A 22798 SUP 40 Note 6 FT 365 davs

190 F (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
TE-31258 Supemate temperature 35-200 F DIVERSION BOX Wl'-SNL-3150(3"-M9) GS P5 - PYROMATION H-2-822403 SH 1 H-2-822336 SH 1 N/R N/R N/R

6241-A 22798 SUP 46 48006G Note 7 FT 365 days
TE-312581 Pump P-3125B bearing temp 0-220 F DIVERSION BOX GS Pt H-2-822400 SH 3 H-2-822336 SH 2 3-Misc-296 N/R N/R

190 F (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
TE-3125B2 Pump P-3125B bearing temp 0-220 F DIVERSION BOX GS P1 H-2-822400 SH 3 H-2-822336 SH 2 3-Misc-296 N/R N/R

190 F (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
TE-3126A Supematetemperature 35-200 F VENTSTATION WT-SNL-3150(3"-M9) GS W-058-P5 PYROMATION H-2-822404 SH1 H-6-13994 N/R N/R N/R

6241-V 22798 SUP 46 48006G Note 7
TE-3126B Slurry temperature 35-200 F VENT STATION Wi-SLL-3160(3"-M9) GS W-058-P5 PYROMATION H-2-822404 SH1 H-6-13994 N/R N/R N/R

6241-V 22798 SUP 46 48006G Note 7
TE-841 Supemate temperature 35-200 F 244-A Wr-SNL-3150(3"-M9) GS C2 OMEGA . H-2-822405 SH 1 H-2-822322 SH 1 N/R N/R N/R

LIFT STATION N/R STYLE I TYPE K Note 7
TE-842 Slurry temperature . 35-200 F 244-A WI--SLL-3160(3"-M9) GS C2 OMEGA H-2-822405 SH 1 H-2-822323 SH 1 N/R N/R N/R

LIFT STATION N/R STYLE 1 TYPE K Note 7
VENT-3125A1 Motor vibration pump P-3125A 0-1.0"/Sec. DIVERSION BOX GS P1 H-2-822400 SH 2 H-2-822336 SH 2 3-Misc-296 1/16198 N/R

0.3"/Sec. (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
VFM-3125A2 Motor vibration pump P-3125A 0-1.0"/Sec. DIVERSION BOX GS P1 H-2-822400 SH 2 H-2-822336 SH 2 3-Miso•296 1/16/98 N/R

0.3YSec. (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
VENT-3125B1 Motor vibration pump P3125B 0-10/Sec. DIVERSION BOX GS P1 H-2-822400 SH 3 H-2-822336 SH 2 3-Misc-296 1/16/98 N/R

0.3"/Sec. (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
VENT-312582 Motor vibration pump P-31258 0-1.0"/Sec. DIVERSION BOX GS P1 H-2-822400 SH 3 H-2-822336 SH 2 3•Miso296 1/16/98 N/R

0.3"/Sec. (A) 6241-A 22798 SUP 40 Note 6 FT 365 days
PI-302C-1 Flush Pump P-3100 Discharge 0-300 PSIG 242-S 3"-SW-MS GS C5 ASHCROFT H-2-822409 H-2-822351 N/R N/R N/R

22798 SUP 22 35-1009SW Note 7
PI-302C-2 Water Flush System Pressure 0-300 PSIG 242-S 3"-SW-M5 GS CS ASHCROFT H-2-822409 H-2-822350 N/R N/R N/R

22798 SUP 22 35-1009SW Note 7
LSL-3125A7 Pump Bearing Low Oil DIVERSION BOX GS Pt H-2-822400 SH 2 H-2-822336 SH 2 3-Misc-296 N/R N/R

6241-A 22798 SUP 40 Note 6
LSL-3125A2 Pump Bearing Low Oil DIVERSION BOX GS P1 H-2-822400 SH 2 H-2-822336 SH 2 3- Misc-296 N/R N/R

6241-A 22798 SUP 40 Note 6
LSL-312581 Pump Bearing Low Oil DIVERSION BOX GS P1 H-2-822400 SH 3 H-2-822336 SH 2 3-Misc-296 N/R N/R

6241-A 22798 SUP 40 Note 6
LSL-312582 Pump Bearing Low Oil - DIVERSION BOX GS P1 H-2-822400 SH 3 H-2-822336 SH 2 3-Misc-296 N/R N/R

6241-A 22798 SUP 40 Note 6
TSH-3125A M-3125A Motor DIVERSION BOX GS Pt H-2-822400 SH 2 3-Miso-296 N/R N/R

Winding Temp 175 F 6241-A . 22798 SUP 40 Note 6
TSH-3125B M-31258 Motor DIVERSION BOX GS P1 - H-2-822400 SH 3 3-Misc-296 N/R N/R

Winding Temp 175 F 6241 -A 22798 SUP 40 Note 6
TE-302C-2 Water Flush System 242S GS C5 TELEMAR H-2-822409 N/R N/R N/R
(f1-302C-2) Temperature 22798 SUP 44 21764 TYPK 1460 days
TE-302C-3 Water Flush System 0-250 F 242S GS C5 ASHCROFT H-2-822409 N/R N/R N/R

Temperature 22798 SUP 24 50EL60E040 Note 1
TE-302C-4E Flushwater HTR-302C-2 2428 GS P-11 TYPE J H-2-822400 SH 1 N/R N/R N/R

High Temp element 375 F 22798 SUP 18 Note 5
TE-302C-4F Flushwater HTR-302C-1 242S GS P-11 TYPE J H-2-822400 SH 1 N/R N/R N/R

High Temp element 375 F . 22798 SUP 18 Note 5

8
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- -'P Class 300, 316 SS, buttweld, Series 59

ASME B16.34 22798 SUP 36 Note 3

PCV-3100A 1" Reducing regulator, adjustable, 6241-A SUPPORT BLDG IA(175#)-3100(1"-M7) GS C3 (M7) Fisher Controls H-2-822406 SH 1 N/R

cast iron body and spring case, Type 95H

NPT screwed NIR Note 4

PCV-3100B 1" Reducing regulator,adjustable, 6241-V SUPPORT BLDG IA(175#)-3101(1"-M7) GS 03 (M7) Fisher Controls H-2-822406 SH I N/R

cast iron body and spring case, Type 95H

NPT screwed. N/R Note 4

PRV-302C-1 Pressure relief valve FLUSH SYSTEM Flush-1"-M5 GS P11 Anderson Greenwood H-2-822400 SH I N/R N/R

Set at 250 psi HEATERS 22798 SUP 18 Lift lever/1825 days

PRV-302C-2 Pressure relief valve FLUSH SYSTEM Flush-1"-M5 GS P11 Anderson Greenwood H-2-822400 SH I N/R N/R

Set at 250 psi HEATERS 22798 SUP 18 Lift lever/1825 days _

PRV-302C-3 Pressure relief valve FLUSH SYSTEM CHMB-M5 GS P12 Consolidated H-2-822409 SH I N/R N/R

Set at 100 psi 22798 SUP 41 39900-1

PRV-3100A Pressure relief valve 6241-A SUPPORT BLDG GS PB H-2-822406 SH 1 7-GN-031 N/R

AircompressorTK 22798 SUP 17 Test/730days

PRV-3100B Pressure relief valve 6241-V SUPPORT BLDG GS P8 H-2-822407 SH 1 7-GN-031 N/R

set at 120 psig N/R 19906-1-DA TesU730 days

PCV-3125A1 Pressure reducing valve 6241-A SUPPORT BLDG GS P1 Sulzer Bingham H-2-822400 SH 2 N/R

Set at 100 psig 22798 SUP 40 Note 4

PCV-3125A2 Pressure reducing valve 6241-A SUPPORT BLDG GS Pt Sulzer Bingham H-2-822400 SH 2 N/R

Set at 100 psig 22798 SUP 40 Note 4

PCV-3125B1 Pressure reducing valve 6241-A SUPPORT BLDG GS P1 Sulzer Bingham H-2-822400 SH 3 N/R

Set at 100 psig 22798 SUP 40 Note 4

PCV-3125B2 Pressure reducing valve 6241-A SUPPORT BLDG GS P1 Sulzer Bingham H-2-822400 SH 3 N/R

Set at 100 psig 22798 SUP 40 Note 4

PRV-841 Relief valve, 1-1/2" X 2", 316 SS, 244-A LIFT STATION JMPR ASSY P18-G-3 SC P10 Anderson Greenwood H-2-822405 SH 1 TF-FT-059-005 One

set at 230 psig, Class 300 22798 SUP 54 L40 Test or replace 365 days

PRV-842 Relief valve, 1-1/2" X 2", 316 SS, 244-A LIFT STATION JMPR ASSY P18-G-3 SC P10 Anderson Greenwood H-2-822405 SH I TF-FT-059-005 One

set at 230 psig, Class 300 22798 SUP 54 L40 Test or replace 365 days

SOV-3125C 3" Special Class 900, full port ball valve, DIVERSION BOX 6241-A WT-SLL-3163 (3" - M9) GS P9 HI-GEAR, Inc H-2-822403 SH 1 2-Wi-276 N/R

double block and bleed, double acting 22798 SUP 33 with Hytork Actuator TO-050-005

pneumatic aduator, buttweld, SS,

ASME B16 34 Note 3

SOV-3125D 3" Special Class 900, full port ball valve, DIVERSION BOX 6241-A WT-SLL-3164 (3"- M9) GS P9 HI-GEAR, Inc H-2-822403 SH 1 2-W1--276 N/R

double block and bleed, double acting 22798 SUP 33 with Hytork Actuator TO-050-005

pneumatic actuator, buttweld, SS,

ASME B76.34 Note 3

SOV-3125E 3" Special Class 900, full port ball valve, DIVERSION BOX 6241-A Wi-SLL-3163 (3" - M9) GS P9 HI-GEAR, Inc H-2-822403 SH 1 2-WT-276 N/R

double block and bleed, double acting 22798 SUP 33 with Hytork Actuator TO-050-005

pneumatic actuator, buttweld, SS,
ASMEB1634 Note3

SOV-3125G 3" Special Class 900, full port ball valve, DIVERSION BOX 6241-A Wf-SLL-3164 (3" - M9) GS P9 HI-GEAR, Inc H-2-822403 SH I 2-Vt?-276 N/R

double block and bleed, double acting 22798 SUP 33 with Hytork Actuator TO-050-005

pneumatic actuator, buttweld, SS,
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